NAVIGATION LIGHT NOTES:
1. Provide Navigation Light System in compliance with Specifications Section 510.

NOTE:
Size conduit and conductors per NEC Requirements. Do not use conduit smaller than 3/4".

NAVIGATION LIGHT SYSTEM SCHEMATIC FOR SINGLE BRIDGE WITH FENDERS

NAVIGATION LIGHT SYSTEM SCHEMATIC FOR DUAL BRIDGES WITH FENDERS

NAVIGATION LIGHT SYSTEM SCHEMATIC FOR SINGLE BRIDGE WITHOUT FENDERS

NAVIGATION LIGHT SYSTEM SCHEMATIC FOR DUAL BRIDGES WITHOUT FENDERS

* Use RFL when Pier is at Channel Edge and see CFR, Title 33, part 118 for Mounting Height restrictions. Use RCL otherwise.
** Mounted only on the Pier that defines CN, otherwise does not apply.
*** RFL to be located at mid length of straight portion of fender.