
4550102DB STRUCTURES FOUNDATIONS 
COMMENTS FROM INTERNAL/INDUSTRY REVIEW 

Ananth Prasad 
850-942-1404 

aprasad@ftba.com 

Comments: (5-1-19, 5-9-19, Internal) 
Suggest the following changes: 
1. 455-5.11.4 Set-checks and Pile Redrive: 
I’m not sure why we need a different definition of set-checks on DB. Driving at least 24” seems 
to be excessive. If an “uninstrumented set-check” reaches refusal prior to driving at least 24”, 
according to the suggested revision, it would have to be instrumented for acceptance    
Set-checks or redrives for piles redriven less than 24 inches must be instrumented for pile 
acceptance. 

Set checks can be determined to achieve bearing in inches and not 2 feet.   This is excessive 

Response: It was not our intent to drive 2 feet under practical refusal conditions. The intent was 
that for redrives longer or equal than 2 feet, we can apply a driving criterion that accepts piles 
based on 2 feet with bearing, without refusal.   

Blow count in just few blows or few inches is not reliable to establish capacity. Time- dependent 
soil strength, a rebound component on the driving (high or low), different transferred energy, and 
other factors will affect the blow count-capacity relationship. There is an added benefit of having 
instrumented set-checks for both Department and Contractor: instrumented set-checks will 
minimize comments and rejections on questionable piles and minimize verification tests.  This 
will reduce time and cost for both the contractor and the Department. 

Change made to language to read “Unless practical refusal is obtained as defined in 455-5.11.3, 
set-checks or redrives for piles redriven less than 24 inches must be instrumented for pile 
acceptance.” 

2. 455-8.9 Filling Pipe Piles: Ensure closed-end pipe piles are watertight. The Engineer may 
reject closed-end pipe piles that exhibits water leakage or require pile extraction to repair 
integrity defects. 

Response: Agree.  Change made. 

3. The design of the closed end pipe pile is up to the department. If I drive the pile and the 
bottom breaks out or is leaking that should be on the department and not the contractor. The 
contractor should not be responsible for watertight. 

Response: Disagree.  In both DB projects and conventional projects, the integrity of steel pipe 
piles is contingent on the quality of the welds at both the plate at the bottom and at the splice 
locations. The quality and workmanship of the welding is a contractor’s responsibility. We have 
observed pipe piles that failed because of poor quality welds at the bottom and/or splice 
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locations. Properly welded pipe piles should be able to withstand the stresses when they don’t 
exceed the maximum allowed stresses per 455-5.12.2.  In addition, for DB projects the design 
and pile installation is completely under the DB team control. 

No change made. 
****************************************************************************** 

Scott C. Arnold 
414-4273 

scott.arnold@dot.state.fl.us 

Comments: (5-6-19) 
1. 

Response: Agree.  Change made. 

2. 455-15.1.2 

Response: Existing text/language is correct as written. 
No change made. 

3. 455-17.16.1.3 

Response: Change will be made. 
Change made. 
4. 
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Response: Language changed to “The grout mix may include a fluidifier used in accordance with 
the manufacturer’s technical representative” 

****************************************************************************** 
Robert Ankrom 

Work Phone: 954-934-1155 
robert.ankrom@dot.state.fl.us 

Comments: (5-14-19) 
Hold Cylinders for QC (2) are different than hold cylinders for VT (1), see section 455-43. 2 
hold cylinders for both QC and VT is what should be required 

Response: Agree. Language changed to “The Engineer will cast three verification cylinders and 
two “hold” cylinders from one of every four consecutive Lots, randomly selected.” 

****************************************************************************** 
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