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KEVIN J. THIBAULT, P.E. 

SECRETARY 

Improve Safety, Enhance Mobility, Inspire Innovation 
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January 4, 2022 

Khoa Nguyen 
Director, Office of Technical Services 
Federal Highway Administration 
3500 Financial Plaza, Suite 400 
Tallahassee, Florida 32312 

Re: State Specifications Office 
Section: 005 
Proposed Specification: 0050104 Control of the Work. 

Dear Mr. Nguyen: 

We are submitting, for your approval, two copies of the above referenced Supplemental 
Specification. 

The changes are proposed by Ben Goldsberry from the Structures Design Office to allow PT 
systems to be accepted through the shop drawing submittal process instead of through a pre-
approved list. The proposed specification change is associate with the changes made to Section 
452, 462, and 960. 

Please review and transmit your comments, if any, within two weeks. Comments should be sent 
via email to daniel.strickland@dot.state.fl.us. 

If you have any questions relating to this specification change, please call me at (850) 414-4130. 

Sincerely, 

Signature on file 

Daniel Strickland, P.E. 
State Specifications Engineer 

DS/ra 
Attachment 
cc: Florida Transportation Builders' Assoc. 

State Construction Engineer 
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0050104 
All Jobs 

CONTROL OF THE WORK 
(REV 11-10-21) 

SUBARTICLE 5-1.4.2 is deleted and the following substituted: 

5-1.4.2 Shop Drawing Submittal and Review Requirements: See table below 
for shop drawing submittal and review requirements. 

Table 5-1 
Submittal and Review Requirements 

Shop Drawing for: 

Originated 
by 

Specialty 
Engineer 

Not Signed 
and Sealed 

Originated 
by Detailer 
Not Signed 
and Sealed 

Originated 
by Specialty 

Engineer 
Signed and 

Sealed 

Originated by 
Contractor’s 
EOR Signed 
and Sealed 

Requires 
Review, 

QA/QC Shop 
Drawing 

Check prints 
and 

disposition 
stamp by 

Design EOR 
Steel Fabrication 
Drawings Originator Reviewer 

Steel Erection Plan Originator Reviewer 
Geometry Control 
Manual Originator Reviewer 

Segmental Erection 
Manual Originator Reviewer 

Segmental Shop 
Drawings Reviewer 

Post-tensioning 
Mock-up Plan Originator Reviewer 

Post-tensioning 
Systems1 

Originator Reviewer 

Pretensioned 
Prestressed 
Concrete Products 
Containing FRP 
Bars or Strands 
Excluding 
Standard Piles and 
Sheet Piles 

Originator Reviewer 

Temporary Works 
Affecting Public 
Safety2 

Originator Reviewer 
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Check prints 
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stamp by 

Design EOR 
Demolition Plans 
of Bridges with 
Continuous Beams 
or Girders Where 
One Span Within 
the Unit is Over 
Traffic 

Originator Reviewer 

Prefabricated 
Bridge Elements 
and System 
Connection Mock-
Up Plans 

Originator Reviewer 

Bridge Formwork 
Including SIP 
Forms 

Originator Reviewer 

Construction 
Equipment Placed 
on Existing 
Bridges 

Originator Reviewer 

Bridge components 
not fully detailed in 
the Plans, i.e., post-
tensioning details, 
handrails, 
temporary 
operating systems 
for movable 
bridges etc. 

Originator Reviewer 

Retaining Wall 
Systems Originator Reviewer 

Precast Box 
Culverts Originator Reviewer 
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Design EOR 
Non-standard 
structures and 
components for 
drainage, lighting, 
signalization and 
signing 

Originator Reviewer 

Building structures Originator 3 Reviewer 4 

Non-standard crash 
cushions and other 
nonstructural items 

Originator Reviewer 

Design and 
structural details 
furnished by the 
Contractor in 
compliance with 
the Contract 

Originator Reviewer 

Material or Product 
Cut-Sheets Originator Reviewer 
1. Includes approved post-tensioning systems and project specific integration details of the approved post-tensioning system. 
2. Does not include formwork complying with Standard Plans, Index 102-600 (concrete placement is not permitted directly over 
traffic). Also, does not include critical temporary walls that are fully detailed in the plans unless redesigned by the Contractor. 
Does not include specialized equipment if traffic is removed from under equipment while equipment is being loaded, launched, 
and while loads are being transported by equipment. 
3. In lieu of a Specialty Engineer, originator may be a licensed Architect. 
4. In lieu of the Design Engineer of Record, the reviewer may be the Design Architect of Record. 
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