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Khoa Nguyen 
Director, Office of Technical Services 
Federal Highway Administration 
3500 Financial Plaza, Suite 400 
Tallahassee, Florida 32312 

Re: State Specifications Office 
Section: 620 
Proposed Specification: 6200302 Grounding and Lightning Protection. 

Dear Mr. Nguyen: 

We are submitting, for your approval, two copies of the above referenced Supplemental 
Specification. 

The changes are proposed by Derek Vollmer from the Traffic Engineering and Operations Office 
to update term splice vault to splice box for consistency with other Sections and the Standard 
Plans. 

Please review and transmit your comments, if any, within two weeks. Comments should be sent 
via email to daniel.strickland@dot.state.fl.us. 

If you have any questions relating to this specification change, please call me at (850) 414-4130. 

      Sincerely, 
       
      Signature on file 
       
      Daniel Strickland, P.E. 
      State Specifications Engineer 

DS/ra 
Attachment 
cc: Florida Transportation Builders' Assoc. 

State Construction Engineer 
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6200302 
All Jobs 

GROUNDING AND LIGHTNING PROTECTION 
(REV 11-10-21)   

SUBARTICLE 620-3.2.2 is deleted and the following substituted: 

  620-3.2.2 Minimum Resistance Not Required: Install a single ground rod 
assembly for the following applications. No resistance to ground measurements are required. 
   1. Conventional lighting 
   2. External lighting for signs 
   3. Signal cable & span wire 
   4. Aerial interconnect messenger wire 
   5. Pedestals for pedestrian signals 
   6. Pull boxes with metal covers when 120 volts (or greater) AC power is 
present 
   7. Splice vaults boxes with wire grounding units. 



6200302 
All Jobs 

Improve Safety, Enhance Mobility, Inspire Innovation 
www.fdot.gov 

GROUNDING AND LIGHTNING PROTECTION 
(REV 11-10-21)   

SUBARTICLE 620-3.2.2 is deleted and the following substituted: 

  620-3.2.2 Minimum Resistance Not Required: Install a single ground rod 
assembly for the following applications. No resistance to ground measurements are required. 
   1. Conventional lighting 
   2. External lighting for signs 
   3. Signal cable & span wire 
   4. Aerial interconnect messenger wire 
   5. Pedestals for pedestrian signals 
   6. Pull boxes with metal covers when 120 volts (or greater) AC power is 
present 
   7. Splice boxes with wire grounding units. 

https://www.fdot.gov

	GROUNDING AND LIGHTNING PROTECTION
	GROUNDING AND LIGHTNING PROTECTION

